REDUCED PRESSURE DETECTOR ASSEMBLY (RPDA)

” » SHUT OFF VALVE #2
SHUT OFF VALVE # 3 — /I O RESILIENT SEATED GATE
RESILIENT SEATED GATE VALVE WITH HANDWHEEL
VALVE WMITH HANDWHEEL OPERATOR SEE NOTES 3 & 8
OPERATOR SEE NOTES 3 & 8 SRU PROVIDED

¥ METER FIRE DEPT. CONNECTION
ON SIDE OF ENCLOSURE

HEIGHT = 36" MIN. 48" MAX.

TEST COCK #1 ﬁ |||||
' 4" GRV. SWING
/_ CHECK VALVE

SEE NOTE 10

SEE NOTE 10

| GROUND

Il Y

3" - 10" DIP

RESTRAINED JOINT SUPPORT, 4” PAD, AND CONCRETE
FOOTINGS TO BE DESIGNED
NOTES: SEE NOTE 10 BY SYSTEM DESIGNER
RESTRAINED JOINT

1. REDUCED PRESSURE PRINCIPLE ASSEMBLIES (RP) MUST CONFORM TO SEE NOTE 10
SALISBURY—ROWAN UTILITIES BACKFLOW PREVENTION REQUIREMENTS.

BACKFLOW ASSEMBLY MUST BE INSTALLED BEFORE SERVICE LINE IS CONNECTED TO ANY OTHER PIPES
EXCEPT AS AUTHORIZED BY THE WATER PURVEYOR.) WATER LINE MUST BE EXPOSED FOR INSPECTION FROM
METER TO BACKFLOW PREVENTER.

. THE SALISBURY—ROWAN UTILITIES APPROVED 3” — 10" RP INCLUDES SHUT OFF VALVES
# AND #2 AS PART OF THE ASSEMBLY. NO SUBSTITUTIONS SHALL BE PERMITTED.

. TEST COCK #1 SHALL BE UPSTREAM OF SHUT OFF VALVE # AND IS PART OF THE APPROVED ASSEMBLY.

. FIRE LINE BACKFLOW PREVENTION ASSEMBLY SHALL HAVE HEAT & TAMPER SWITCHES WITHIN THE PROTECTIVE
ENCLOSURE.

6. NO STRAINER IS ALLOWED ON A BACKFLOW PREVENTION ASSEMBLY FOR A FIRE LINE SERVICE.
7. RP SHALL BE SUPPORTED AND SHALL NOT BLOCK RELIEF VALVE OR DRAIN PORT.

. FIRE LINE AND COMBINATION OF FIRE AND DOMESTIC SERVICES SHALL HAVE OUTSIDE STEM
AND YOKE (OS & Y) HANDWHEEL OPERATORS.

. OUTDOOR INSTALLATION SHALL HAVE A PROTECTIVE COVERING (ASSE 1060) WITH DRAIN PORT AS SPECIFIED
IN SALISBURY—ROWAN UTILITIES SPECIFICATIONS FOR INSTALLATION OF BACKFLOW PREVENTION ASSEMBLIES.

10. ALL PIPING AND FITTINGS ABOVE GROUND SHALL BE FLANGED INCLUDING RP. ALL FITTINGS BELOW GROUND
MUST BE MECHANICAL JOINT WITH MEGA LUG RESTRAINTS OR APPROVED EQUAL.

11. INSIDE INSTALLATION REQUIRES A DRAIN TO ATMOSPHERE & REQUIRES APPROVAL BY SALISBURY—ROWAN UTILITIES.

12. DETECTOR METER SHALL BE A SRU PROVIDED 3’ ELECTRONIC REMOTE READ METER.

13. FIRE MARSHALL MUST APPROVE FDC LOCATION.

CITY OF SALISBURY, NC.  STANDARD DETAIL AIENDED: LY 15, 2008

STANDARD DETAIL BACKFLOW PREVENTION NOT TO SCALE

RPDA 3” — 10”7 WITH FDC STANDARD BF-15A




